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Abstract
Converter transformer is the extraordinarily vital apparatus in the high-voltage direct 
current (HVDC). Transformer oil and oil-impregnated paper are considered as the essen-
tial parts of converter transformer, which has suffered various complex electric fields 
such as AC/DC composite electric field and polarity reversal. The occurrence of discharge 
or insulation failure in oil-paper insulation system will threaten the safety of the entire 
grid. Hence, efforts should be focused on investigating the charge behavior and improv-
ing the property of dielectric.
This chapter presents a study aimed at investigating the influence of different types of 
nanoparticles on thermal and dielectric properties along with the relation between them 
and the effects of switching overvoltage on the charge coupling behavior of oil-impreg-
nated paper, and the surface charge behavior on double-layer oil-paper insulation under 
pulse voltage is investigated.
Keywords: converter transformer, oil-impregnated paper, nanoparticles, thermal 
conductivity, operation overvoltage, surface charge
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1. Introduction
In recent years, the utilization of an HVDC system is becoming an inevitable trend with the 
developments in the worldwide power industry and improvements in voltage levels [1–3]. 
Meanwhile, oil-paper insulation has been widely used in converter transformers as well as 
HVDC bushings, and its safety is closely related to the security of large power transform-
ers even the entire grid. Usually, oil-paper insulation withstands DC voltage under normal 
conditions. When extreme states appear, it will be subjected to various overvoltages, and the 
overvoltage will cause the rise of the electric field of the oil-paper insulation in a short time. 
Operating impulse voltage is a kind of overvoltage that often occurs in converter transformers 
and HVDC bushings. For example, the switching of thyristors often appears in power elec-
tronic equipment, and overvoltage has a cumulative and repeated effect on oil-paper insula-
tion damage. So, it is necessary to study the effects of operating overvoltage on oil-paper 
insulation. Actually, charge accumulation under overvoltage is one of the main reasons that 
cause aging and breakdown of oil-paper insulation. But the effect of operating overvoltage on 
the charge injection and dissipation is still unclear. Current researches mainly focus on effects 
of lightning pulse voltage on oil-paper insulation, but for operating overvoltage, the influence 
of its cumulative effect on oil-paper insulation needs further investigation. Furthermore, how 
DC and pulse voltages affect charge coupling of oil-paper insulation calls for more consider-
ation and investigation.
Furthermore, the mineral oil applied in transformers fills up the pores in the fibrous insula-
tion and performs dual functions of insulating materials and effective coolant. For thermal 
property, the oil carries away the heat generated during normal operation by conduction 
and convection [4]. Moreover, the oil can affect the dielectric property of oil-paper insulation 
system and thus influence the breakdown strength of the transformers. New type of trans-
former oil with enhanced dielectric property and thermal conductivity is in urgent need with 
the miniaturization and high voltage of electric devices processing. Most studies on nano-
modified transformer oil were limited to the dielectric property or thermal property. Very 
few researchers considered investigating the relation between the thermal property and the 
dielectric breakdown strength. In this chapter, Boron nitride (BN) nanoparticles with high 
thermal conductivity and ferriferrous oxide (Fe
3
O
4
) nanoparticles as a typical magnetic oxide 
were dispersed into transformer oil to form different types of nanooil. Thermal properties 
including thermal conductivity and thermal diffusivity were measured with varying the mass 
fraction and temperature. Dielectric properties and breakdown strength under different tem-
perature were measured to investigate the influence of temperature on the nanooil.
Therefore, this chapter will focus on the investigating the influence of different types of 
nanoparticles on thermal and dielectric properties along with the relation between them and 
the effects of different application conditions on surface charge behavior of oil-paper insula-
tion to understand and analyze the transportation of charge in the oil-paper insulation and 
the effects of voltage amplitude, pulse frequency, numbers as well as polarity on the charge 
accumulation and dissipation.
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2. Thermal conductivity and dielectric characteristics of transformer oil 
filled with BN and Fe
3
O
4
 nanoparticles
2.1. Experiments
In this research, the average grain diameter and surface to volume of the BN nanoparticles 
are 50 nm and 43.6 m2/g, while they are 20 nm and 66 m2/g for the Fe
3
O
4
 nanoparticles. The 
nanoparticles were dried to decrease the adsorbed water content before dispersion. The trans-
former oil used was purified through a vacuum oil filter. The two types of nanoparticles with 
the mass fraction of 0.05, 0.1 wt% were dispersed into the filtered oil by a stirrer and ultrasonic 
vibrated to promote dispersion and reduce possible agglomeration. All the samples were 
degassed before measurements. The nanoparticles were dispersed uniformly in the base oil.
2.2. Effect on thermal conductivity
The THW method is employed to measure the thermal parameters. Thermal conductivity of 
the two types of nanooil and the pure oil is shown in Figure 1. The nanooil with BN nanopar-
ticles shows more obvious enhancement compared to the oil dispersed with Fe
3
O
4
 nanopar-
ticles under the same mass fraction and temperature. The BN-modified nanooil at the mass 
fraction of 0.05 wt% reaches the thermal conductivity of 0.1184 W m−1 K−1 when the applied 
Figure 1. Relation between the thermal conductivity and the temperature with the different mass fractions.
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temperature is 70°C which is even higher than the oil modified with Fe
3
O
4
 nanoparticles at the 
mass fraction of 0.1%. Thermal conductivity increases with increasing the mass fraction and 
decreases with increasing temperature for each type of the nanooil. The thermal conductivity 
shows linear decline tendency in the variation of temperature as measured.
It is considered that the interfacial region due to the addition of nanoparticles and the ballistic 
phonon transport among nanoparticles contribute to the considerable improvement. The liq-
uid molecules close to the nanoparticles form a nanolayer which functions as a bridge linking 
the additional nanoparticles and the liquid molecules, thus causing the increase of thermal 
conductivity [5]. Moreover, Keblinski presented a ballistic phonon transport theory that the 
ballistic phonons originated in one particle can spread to an adjacent particle and contrib-
ute to the remarkable enhancement much compared to Brownian motion even at extremely 
low mass fraction [6]. The higher thermal conductivity of the BN-modified oil compared 
with the Fe
3
O
4
-modified oil is expected to attribute to the higher thermal conductivity of BN 
nanoparticles.
Figure 2 shows the temperature-dependent thermal diffusivity of the pure oil and the nanooil 
modified with BN and Fe
3
O
4
 nanoparticles, respectively. With the mass fraction of 0.1%, the 
increase in thermal diffusivity is observed to be 8.7% for the BN-modified oil and 2.6% for the 
Fe
3
O
4
-modified oil at the temperature of 30°C, respectively. As shown in Figure 2, the thermal 
diffusivity of the oil performs nearly the same decline slope with varying the temperature 
Figure 2. Relation between the thermal diffusivity and the temperature with the different mass fractions.
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indicating slight influence of the nanoparticles on temperature-dependent thermal diffusivity 
in the range of present concentrations.
The improvement in thermal diffusivity is considered to be due to the enhanced thermal con-
ductivity as shown in Figure 1 which varies with the mass fraction. Moreover, with increasing 
the loading of nanoparticles, the specific heat decreases as shown in Figure 3 which leads to 
an increase in thermal diffusivity as mentioned by Murshed et al. [7]. Furthermore, due to the 
high thermal conductivity of BN nanoparticles, the thermal diffusivity of the BN-modified oil 
achieves more obvious enhancement in comparison with the Fe
3
O
4
-modified oil.
Figure 3 illustrates the effect of nanoparticles on the specific heat with different mass frac-
tions. The specific heat decreases with increasing the mass fraction for each type of the 
nanooil showing the opposite tendency in thermal conductivity and thermal diffusivity tests. 
The mechanism for the decline of specific heat when introduced with nanoparticles should 
attribute to the much smaller specific heat of the nanoparticles compared to the base oil [8]. 
The result also shows that the oil modified with Fe
3
O
4
 nanoparticles obtains higher specific 
heat at the same mass fraction in contrast with the BN-modified oil.
The temperature change of the coil in heating process is given in Figure 4. The transformer 
oil modified with BN and Fe
3
O
4
 nanoparticles at the mass fraction of 0.1% was applied along 
with the pure oil. It is observed that the temperature rises lentamente in nano-modified oil 
and reaches lower maximum temperature indicating the improvement in thermal property 
Figure 3. Relation between the specific heat and the mass fraction.
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with the addition of nanoparticles. For the two types of the nanooil, the temperature of the 
Fe
3
O
4
-modified nanooil shows faster increasing tendency compared with the BN-modified 
nanooil.
Since the nanooil was confirmed to have higher thermal conductivity and thermal diffusiv-
ity in previous tests, the heat generated by the coil is expected to be conducted and dissi-
pate to the entire oil in a faster way due to the addition of nanoparticles especially for the 
BN-modified nanooil. The applied thermal tests confirm the fact that due to the excellent 
property in thermal conductivity, the transformer oil modified by BN nanoparticles performs 
superior thermal property compared to the Fe
3
O
4
-modified oil.
2.3. Effect on dielectric properties
The relative permittivity of the samples is shown in Figure 5 as a function of the tempera-
ture. The oil dispersed with Fe
3
O
4
 nanoparticles shows higher value than the BN-modified 
oil at the same temperature and mass fraction. For all the prepared oil samples, the pure oil 
obtains the lowest value in relative permittivity at the same experimental condition, while 
the BN-modified oil at the mass fraction of 0.1% achieves nearly the same value as the Fe
3
O
4
-
modified oil at a lower mass fraction of 0.05 wt% in the temperature range. Since the relatively 
permittivity of transformer oil is lower than the oil-impregnated pressboard, the increase is 
considered to be beneficial in causing a more uniform electrical field in oil-paper insulation 
system. As can be seen, the variation of relative permittivity to temperature change for the 
pure oil performs the same decline tendency as the nano-modified oil.
Figure 4. Relation between the heating coil surface temperature and the heating time with the different transformer oil.
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The increase of thermal agitation due to temperature rise would make it more difficult for the 
dipoles to orient and cause the slight decrease in relative permittivity consequently [9]. Due 
to the high relative permittivity of the additional nanoparticles, the nanooil shows enhanced 
dielectric property in relative permittivity. Thereby, the higher relative permittivity of Fe
3
O
4
 
nanoparticles causes the higher relative permittivity of the Fe
3
O
4
-modified nanooil compared 
to the oil with BN nanoparticles.
Figure 6 shows the measured dissipation factor of the oil at the mass fractions of 0, 0.05 and 
0.1% in the temperature range from 30 to 90°C. It is noticed that the dissipation factor of the 
Fe
3
O
4
-modified oil is larger than the nonmodified oil and increases with increasing the mass 
fraction, while the BN-modified oil shows lower value to the pure oil indicating the improved 
dielectric property with the addition of BN nanoparticles. As can be seen, the dissipation fac-
tor of all the oil samples shows the similar tendency in the temperature range. Furthermore, 
with increasing the mass fraction, the increasing tendency slows down obviously for the 
BN-modified oil.
The change of dissipation factor to temperature variation is considered to be mainly due to the 
change of electrical conductivity at constant frequency. Electrical conductivity significantly 
increases with temperature as a result of both the increasing dissociation of oil molecule and 
the decreasing oil viscosity leading to the obvious increase in dissipation factor [10].
The electrical resistivity decreases with increasing the temperature and varies with different 
additional nanoparticles as shown in Figure 7. With increasing the temperature, the carrier 
mobility depending on viscosity increases resulting in the decrease of electrical resistivity 
Figure 5. Relation between the relative permittivity and the temperature with the different mass fractions.
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Figure 7. Relation between the electrical resistivity and the temperature with the different transformer oil.
Figure 6. Relation between the dissipation factor and the temperature with the different mass fractions.
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as the characteristic of ionic conduction [11]. It is observed that the transformer oil modified 
with BN particles shows enhancement compared to the pure oil under the same temperature, 
while the Fe
3
O
4
-modified nanooil shows obvious lower value of electrical resistivity confirm-
ing the different behaviors between the two types of nanooil in dissipation factor as the result 
obtained above. The difference in resistivity is regarded as the consequence of the different 
electrical conductivity of the nanoparticles according to the model for nanooil [12].
2.4. Effect on breakdown strength
The ac breakdown strength varying with temperature and mass fraction is illustrated in 
Figure 8. The ac breakdown strength increases with increasing temperature and follows the 
similar tendency for all the oil samples. It is observed that the breakdown strength of the 
nanooil is higher than that of the pure oil in the range of temperature. Moreover, the Fe
3
O
4
-
modified oil reaches even higher value than the BN-modified oil at the same condition. With 
the increase of mass fraction, the breakdown strength of nanooil rises obviously for both types 
of the nanooil. As shown in Figure 9, the dc breakdown strength of the specimens performs 
the similar tendency as the nanooil in ac breakdown strength test.
According to the multicore model by Tanaka, the nanoparticles create an interfacial region, 
which contributes to the improvement in the dielectric strength [13, 14]. It is considered that 
Figure 8. Relation between the ac breakdown strength and the temperature with the different mass fractions.
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the percentage saturation dominates in the variation of breakdown strength during the range 
of temperature [15]. As temperature rises up, the absolute moisture content shows no obvious 
improvement, while the water solubility increases with temperature. Thereby, the breakdown 
strength shows the similar increasing tendency with the rise of temperature. Furthermore, 
Hwang et al found that the charge relaxation time constant can indicate the influence of nano-
filter on the electrodynamic process in streamer propagation and explain the obvious enhance-
ment in electric property of the nanooil [11]. Therefore, the different relaxation time constant 
of the nanoparticles can be explained for the different behaviors in breakdown strength.
Kao suggested a bubble theory for dielectric breakdown in liquid that the breakdown is ini-
tiated by bubbles which elongate and cause the formation of conducting channel in liquid 
gap and eventually result in the occurrence of breakdown due to electrons accelerating [16]. 
Furthermore, it is considered that the Joule heat generated at the electrodes due to the injection 
of carries may cause the initial formation of the bubbles [17]. It can be concluded that in the 
nanooil with enhanced thermal property, the faster heat dissipation to the vicinity results in 
the inhibition of bubble formation. As can be seen from Figures 8 and 9, the nanooil modified 
with BN nanoparticles shows more obvious improvement compared to the Fe
3
O
4
-modified 
oil when the mass fraction increases from 0.05 to 0.1% at the same temperature, which should 
attribute to the considerable enhancement in thermal property of the BN-modified oil when 
increase the mass fraction.
Figure 9. Relation between the dc breakdown strength and the temperature with the different mass fractions.
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The difference in density due to temperature could lead to buoyancy-driven natural convec-
tion and cause heat dissipation. Moreover, the viscosity of the liquid shows increase when 
introduced with nanoparticles [17, 18] and hence may affect natural convection as reported 
[19]. The change in density and convection could lead to influence on fluid circulation and 
thus cause effect on the breakdown strength as the flow rate is considered as an important 
factor on breakdown behavior [15]. However, due to the slight filler loading, no significant 
increase of the viscosity is expected in the nanooil especially at high temperature. Thereby, it 
can be concluded that the influence of nanoparticles on convection and the consequent fluid 
circulation performs no obvious function on the dielectric breakdown strength [20]. Through 
the analysis and comparison above, it is expected that besides the effect of relaxation time 
constant, the improved thermal property functions as a considerable factor in the remarkable 
enhancement of the breakdown strength.
3. Dynamic behavior of surface charge on double-layer oil-paper 
insulation under pulse voltage
3.1. Experiments
In the research, the paper used in the experiment is produced by Nantong Zhongling Co. Ltd. 
The oil in the experiment was 25# and produced by Kunlun Energy. Insulation paper with the 
thickness of 0.13 mm was chosen and cut into the size of 70 mm × 50 mm. The oil and paper 
were dried at 373.15 K for 24 h first. Then, the paper was immersed into the oil and continued 
to be dried at the same temperature for another 12 h [22–24]. Finally, the oil-paper composite 
was placed in the vacuum oven.
3.2. Effect of voltage amplitudes
To show variation characteristics of the surface potential under different voltage amplitudes 
more clearly, the potential data from 0 to 1200 s are chosen in Figure 10, in the partly-enlarged 
graph, while the trend with the longer time from 0 to 30,000 s is shown in smaller graph. From 
the two figures, the potential decreases with the increase of time. The decay is fast at the initial 
period and then becomes slower with the time. The trapped charges in shallow traps are easy 
to escape, causing the rapid decay at the initial time. With increasing the time, the detrapping 
of charges in deep traps occurs, and thus, the decrease of surface potential slows down. The 
lateral charge spreads along the possible routes for charge decay. It either transports through 
the bulk or recombines with the opposite polar ions in air. The charge is initially transferred 
from the surface to the bulk in the electric field, then it is trapped and detrapped, and after 
these processes, the charge finally reaches the grounded electrode [21].
It is also observed in Figure 10 that as the voltage amplitudes applied in this experiment are 
significantly different, the difference in initial surface potential is obvious in these curves. It 
is shown in Figure 10a that with different amplitudes, the decay trend is almost the same. 
However, the initial values of the potential are ~300, ~1550, ~1750 and ~2300. It can be concluded 
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Figure 10. Relationship between the surface potential and the decay time, after a pulse voltage with a frequency of 500 
Hz and pulse number of 12,000, with different voltage amplitudes and polarities.
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that the increase of voltage amplitudes causes the increase of the surface potential, which indi-
cates that more charge could be injected into paper under the higher pulse voltage [22]. With the 
time lapse, the surface potential of all four curves decreases. But due to the difference of initial 
potential value, the curves do not have crossover phenomenon. The surface potential under +3 
kV voltage is much lower than that in other cases, which indicates that charge injection needs a 
threshold value. Only the voltage is applied over this value can the charge be injected into the 
hole. From Figure 10b, things are almost the same. Comparing with the positive pulse voltage, 
the absolute value of the initial surface potential under the negative pulse voltage is higher 
under the same experimental conditions. It means that the quantity of positive charges accu-
mulated on the surface is less than negative charges, and it also infers that detrapping process 
of positive charge is easier than that of negative charge [23].
The relationship between the tdV/dt and the decay time is shown in Figure 11. A double 
exponential decay equation has been used to analyze the decay curve of surface potential, 
and it was assumed that there were two kinds of decay process [24]. For the tdV/dt curves in 
Figure 11a, it can be inferred that the first peak with a smaller characteristic time corresponds 
to a faster decay process that the charges escape from the shallow trap, while the second peak 
with a larger characteristic time is related to a slower decay process that the charges run away 
from the deep trap. It is clearly showed that the amplitudes of the maximum peak value of 
+3, +4, +5, and +6 kV are ~80, ~350, ~420, and ~470. Also the corresponding characteristic time 
changes from 300 to 8000 s, expressing that the peak value and the characteristic time increase 
in the order of +3<+4<+5<+6 kV. However, in Figure 11b, things are different. For the negative 
pulse voltage, all the four curves have only one peak, indicating that there is only one chang-
ing peak of the charge in the corresponding trap depth. When the negative voltage is applied 
in the paper, a compound peak occurs in the curve.
Furthermore, the negative charge is hard to escape from the traps because it is captured by oil-
paper more easily. While the peak values of the curves with the voltage amplitudes of −3, −4, 
−5 and −6 kV are ~300, ~370, ~700 and ~900, respectively. It is the same with Figure 11a, which 
indicates that with increasing the voltage amplitudes, the peak value of the curves grows. But 
the characteristic time increases in the order −4<−3<−6<−5 kV. The results show that the dura-
tion of the charge decay process with different samples is effected by the voltage amplitudes, 
but the negative voltage plays a leading role in the characteristic time.
3.3. Effect of pulse frequency
In order to realize how the pulse frequency affects the oil-paper insulation, the relationship 
between the initial value of surface potential and the pulse frequency is shown in Figure 12. 
Actually, the surface potential of all samples declines quickly in the initial decay period, and 
then it decreases a little slower than that in the initial time. Moreover, from Figure 12a, the ini-
tial surface potential in 500, 750 and 1000 Hz with the pulse number of 12,000 is 1565, 1520 and 
1324, respectively, which indicates that the initial value of the three curves is very close, while 
with pulse frequency increasing, the initial becomes a little bit smaller. It indicated that the 
frequency will slightly affect charge accumulation. Figure 12b also corresponds to the same 
rules, but the absolute value of the surface potential is a bit larger than that in Figure 12a.
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The relationship between the decay rate and the pulse frequency is shown in Figure 13. From 
Figure 13a, with the frequency of 500, 750 and 1000 Hz and the pulse number of 12000, the 
decay rates are 38.2, 44.6 and 52.2%, indicating that with the increase of pulse frequency, the 
decay rate grows. When the frequency is high, the charge does not have enough time to enter 
the shallow traps and the energy of injecting charges per unit time becomes higher, then the 
surface charge becomes less and declines faster. And during the process of charge injection, 
Figure 11. Relationship between the tdV/dt and the decay time, after a pulse voltage with a frequency of 500 Hz and 
pulse number of 12,000, with different voltage amplitudes.
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the charge injected previously dissipates more because of the higher energy. The decay rate 
under the negative charging in Figure 13b is smaller than that of the positive one, which is 
due to the detrapping process of negative charge is more difficult than that of positive charge.
Figure 14 displays the relationship between the tdV/dt and the decay time, under different 
pulse frequency. As in Figure 14a, most of the curves also have two peaks for the positive volt-
age. It is obvious that the maximum peak values of 500, 750 and 1000 Hz are ~290, ~230 and 
Figure 12. Relationship between the initial surface potential and the pulse frequency, after a pulse voltage with a voltage 
amplitude of ±4 kV, with different pulse numbers.
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~190, respectively, indicating that the peak value decreases as the frequency grows. The first 
characteristic time changes from 100 to 1000 s, showing that the decay time decreases with the 
increase of pulse frequency. In this case, for the sample under the pulse voltage of 1000 Hz, 
the peak value is the smallest and the characteristic time is the shortest. So the phenomenon 
in Figure 15a accords with that in Figure 13a. The similarity is in the case with the negative 
Figure 13. Relationship between the decay rate and the pulse frequency, after a pulse voltage with a voltage amplitude 
of ±4 kV, with different pulse numbers.
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voltage in Figure 14b. For the negative voltage, there is only one peak in every three curves, 
indicating that there is only one changing peak of the charge in the corresponding trap depth. 
Also, the peak values of the curves with the frequency of 500, 750 and 1000 Hz are ~600, ~580 
and ~550, respectively, which reveals that the increase of the frequency causes the tdV/dt to 
decrease. The characteristic times decrease with the growth of frequency. It is similar to the 
situation in Figure 14a.
Figure 14. Relationship between the tdV/dt and the decay time, after a pulse voltage with a voltage amplitude of ±4 kV 
and pulse number of 12,000, with different pulse frequencies.
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3.4. Effect of pulse numbers
Figure 12 also reflects the relationship between the initial surface potential and the pulse 
numbers under ±4 kV pulse voltage. It is shown in Figure 12a that the initial surface poten-
tials under the pulse numbers of 6000, 12,000 and 18,000 with the frequency of 750 Hz are 
1471, 1520 and 1545, respectively, showing that with the increase of pulse numbers, the initial 
Figure 15. Relationship between the tdV/dt and the decay time, after a pulse voltage with a voltage amplitude of ±5 kV 
and pulse frequency of 750 Hz, with different pulse numbers.
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value gets bigger. Actually, when the pulse voltage is applied to the electrode, some ions that 
are produced by the previous pulse would still exist until the next one comes, which is called 
the accumulation effect [11]. Therefore, more charges would be easily injected into the surface 
under more pulses. Also, with increasing pulse numbers, more charges tend to accumulate in 
the deep traps. Figure 13a shows the relationship between the decay rate and the pulse num-
bers. The decay rate with the pulse numbers of 6000, 12,000 and 18,000 under 750 Hz is 47.9, 
44.6 and 41.6%, which expresses that increasing pulse numbers results in a slower charge 
dissipation. Due to more charges pumped into the deep traps, they would escape from the 
deep traps and return back to the surface of the paper. So the dissipation of the charges under 
more pulse numbers would be slowly. Figures 12b and 13b show the similar trend that the 
absolute value of the potential under the negative pulse voltage is bigger than that under the 
positive one, while the decay rate is smaller, indicating that the negative charge accumulates 
more and dissipates more slowly.
Figure 15 shows the relationship between the tdV/dt and the decay time, under different pulse 
numbers. For the positive voltage, as in Figure 15a, most of the curves also have two peaks. 
And the maximum peak often appears on the second peak. It is obvious that the maximum 
peak values of 6000, 12,000 and 18,000 pulse numbers are ~400, ~480 and ~530, respectively, 
which expresses that the peak value increases with the pulse number growing. The first char-
acteristic time changes from 30 to 100 s, indicating that the decay time increases with the 
growth of pulse numbers. Actually, the second characteristic time also corresponds to the 
same rule. The peak value is the highest, and the characteristic time is the longest for the paper 
under the pulse number of 18,000. From Figure 15b, the negative voltage is in the similar 
situation. For the negative voltage, there is only one peak in each curve, indicating that there 
is only one changing peak of the charge in the corresponding trap depth. Also, the peak val-
ues of the curves with the pulse numbers of 6000, 12,000 and 18,000 are ~650, ~680 and ~750, 
respectively, which reveals that the growth of the pulse number causes the tdV/dt to increase. 
The characteristic time changes from 2000 to 4000 s, and it increases as the numbers grow.
4. Charge coupling behavior of double-layer oil-paper insulation under 
DC and pulse voltages
4.1. Experiments
In this research, insulation paper with a thickness of 0.13 mm was chosen and cut to the size of 
70 mm × 50 mm. Then, the transformer paper was dried at 373.15 K for 24 h. Later, the paper 
was immersed in the oil and continued to be dried at the same temperature for another 12 h. 
Finally, the composite oil-paper was laid into the vacuum oven for 1 day.
4.2. Effect on charge coupling with different voltage waveforms
Figures 16 and 17 show the relationship between the surface potential and the decay time. 
Figure 16a shows the situation where the oil-paper insulation was applied to positive DC and 
pulse voltages. As the pulse voltage amplitudes applied in this experiment are different, initial 
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values of the surface potential are obviously different in these curves. Figures 16b and 17a 
show that, with the increase of pulse voltage amplitudes, the charge with the same polarity 
as the pulse voltage increases. It is not the same as the situation in Figures 16a and 17b when 
compared with the initial values. Figure 18 represents the rules more obviously. According to 
Figure 16. Relationship between the surface potential and the decay time, after an application of DC and positive pulse 
voltage with a frequency of 500 Hz and pulse numbers of 6000, with different voltage amplitudes.
Properties and Applications of Polymer Dielectrics84
the two figures, when the DC and pulse voltages are in the same polarity, the curves show a 
clear inflection point. When the polarity becomes the opposite, the curves show a single trend.
Now, taking Figure 18a as an example, when the pulse voltage amplitudes are changing from 
0 to 1 kV, the initial surface potential maintains a fixed value. As the amplitude gets larger, 
Figure 17. Relationship between the surface potential and the decay time, after an application of DC and negative pulse 
voltage with frequency of 500 Hz and pulse numbers of 6000, with different voltage amplitudes.
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the initial value decreases instead. Furthermore, as the amplitude continues to increase, the 
initial value grows. In this case, the illustration of charge coupling and accumulation is shown 
in Figure 19. As the DC voltage is applied to the sample, large number of charge are injected 
from the needle to the sample. Under the same amplitude and duration of DC voltage, the 
amounts of surface charge are certain. When the pulse voltage amplitude is small enough, 
Figure 18. Relationship between the initial surface potential and the pulse voltage amplitudes, after an application of DC 
and pulse voltage with frequency of 500 Hz and pulse numbers of 6000.
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which means that the amplitude is no more than 1 kV, as in Figure 19b, a small quantity of 
charge will be injected from the needle.
According to Coulomb’s law, due to the repulsive force of the homo-charge, the charge from 
the needle will no longer be injected into the sample, and of course, the repulsive force F
2
 is too 
small to make the charge from the surface transport through the bulk or recombine with the 
opposite polar ions in the air (F
2
<F). So, small pulse voltage amplitude has little effect on initial 
surface potential. When the amplitude ranges from 1.5 to 2.5 kV, as in Figure 19c, the charge 
from the needle increases with the rise of the amplitude. So, the repulsive force F
1
 and F
2
 
increases. Although the charge from the needle cannot reach the surface of the sample under 
the repulsive force, some charge from the oil-paper interface will be acted on by enough force 
to transport through the bulk or neutralize with the opposite polar ions in the air (F
2
≥F). So, 
the surface charge and the initial surface potential reduce. With the pulse voltage amplitudes 
increase continuously, as in Figure 19d, for more than 2.5 kV, the charge from the needle con-
tinues to increase more. At that time, as a result of the strong force and the strong energy of the 
applied electric field, the pulse voltage will “push” the charge from the needle to the surface 
of the paper, thus easily raising the surface charge density. So the initial value of the potential 
will definitely increase, and more charge will be accumulated on the surface of the paper.
When it comes to the negative DC and pulse voltages, the trend is almost the same. The only 
distinction is that, when the voltages are both positive, as in Figure 18a, there will be an 
almost horizontal line, indicating that when the amplitude of pulse voltage is between 1.5 
and 2.5 kV, the initial value of surface potential is almost the same; on the contrary, when the 
voltages are both negative, as in Figure 18b, there is only the highest surface potential, which 
means that the surface charge is the least at the 1.5 kV pulse voltage. Actually, a positive 
Figure 19. Illustration of surface charge coupling and accumulation, after an application of +3 kV DC and positive pulse 
voltages in different amplitudes.
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charge is relatively hard to accumulate on the sample, so homocharge interaction in positive 
polarity has a relatively complex and long transient process, leading to the lowest saturation 
values. On the other hand, during the interaction of the negative homo-charge, it is easy to 
accumulate negative charge.
The illustration of charge coupling and accumulation after a negative DC voltage and a posi-
tive pulse voltage applied is shown in Figure 20. In the initial stage, due to the negative DC 
voltage, the negative charge accumulates on the surface of the sample. Then, the positive 
pulse voltage is applied, and when the voltage amplitude is small, according to Figure 20b, 
on account of Coulomb’s law, only small numbers of positive charge are applied to the sur-
face and neutralize with the negative charges. So, there is still some negative surface charge 
remaining. With the increase of pulse voltage amplitude, more positive charge is pushed to 
the surface and recombines with the negative. When +1 kV pulse voltage is applied to the 
sample, from Figure 20c, the quantities of positive and negative charge are basically equal. 
So, the initial surface potential is almost zero. From Figure 20d, it can be seen that, as the 
pulse voltage continues to increase, more positive charge will accumulate on the surface, so 
the value of the surface potential tends to become positive. When it comes to a positive DC 
and a negative pulse voltage, the trend is almost the same as that with a negative DC voltage 
and a positive pulse voltage applied. The only difference is that, when the pulse voltage is 
positive, as in Figure 18a, there will be an almost horizontal line, meaning that when the pulse 
voltage amplitude is between 1.5 and 2.5 kV, the initial surface potential is almost the same, 
while when the pulse voltage is negative, as in Figure 18b, with the pulse voltage amplitudes 
increasing, the initial surface potential declines.
Figure 20. Illustration of surface charge coupling and accumulation, after an application of −3 kV DC and positive pulse 
voltages in different amplitudes.
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Furthermore, from Figure 18, it is obvious that, for the same pulse voltage, the absolute initial 
value of the DC voltage in the same polarity is higher than that in a different polarity, especially 
for the pulse voltage over 1 kV. Actually, in this situation, with the increase in the amplitude, 
the gap between the two curves is reduced, but always exists. The reason for this phenomenon 
is that as DC voltage is in different polarity, the charge polarity is different as well. As the 
pulse voltage is applied to the sample, it plays a major role in charge accumulation. So the gap 
decreases with the increase in amplitude. Even so, the charge in the same polarity will increase 
on the surface, while that in different polarity will first recombine, and then the charge in the 
same polarity with the pulse voltage will be accumulated. So the absolute value of the DC volt-
age in the same polarity is ultimately higher than that in different polarity.
Comparing Figure 18a and b, the absolute value of the initial surface potential under the 
negative pulse voltage is larger than that under the positive pulse voltage for a pulse voltage 
over 1.5 kV. This shows that less positive charge than negative charge is accumulated on the 
surface, which infers that the detrapping process of the negative charge is more difficult than 
that of the positive charge [25].
Truly, the pulse voltage surely makes a greater difference than the DC voltage. Through 
experimental studies, it is obvious that a few pulse voltages over a short time play an impor-
tant role in charge accumulation. In other words, pulse voltage amplitude indeed greatly 
affects surface charge. So, pulse voltage is a destructive voltage. Lightning and operating 
impulse voltages are both factors that may trigger the breakdown of oil-paper insulation. So, 
it is necessary to ascertain the mechanism of charge coupling and accumulation after DC and 
pulse voltages, especially the effect of pulse amplitudes.
4.3. Effect on charge coupling with different pulse numbers
In order to understand the effect of pulse numbers on oil-paper insulation, the relationship 
between the initial surface potential and the pulse numbers is expressed in Figure 21. From 
Figure 21a, the initial surface potentials with the pulse numbers of 10, 50, 100, 500, 1000, 
3000, 6000, 12,000 and 18,000 for positive DC and pulse voltages are 1872, 1983, 2050, 2112, 
2287, 2304, 2342, 2387 and 2390, respectively. Meanwhile, the initial surface potentials with 
those pulse numbers for a negative DC voltage and a positive pulse voltage are 1787, 1831, 
1975, 2083, 2178, 2205, 2242, 2275 and 2346, respectively. The two curves reveal that the initial 
value of these data shows evident gaps, but the resemblance is that with the increase in pulse 
numbers, the initial values become a little larger. Meanwhile, as the voltage continues to rise, 
the initial value increases slowly and becomes gradually saturated. Actually, when the pulse 
voltage is applied to the electrode, some ions produced by the previous pulse still exist until 
the arrival of next pulse, and this is called the accumulation effect [26]. Therefore, under more 
pulses, more charge would be easily injected into the surface, and when the pulse voltage is 
high enough, there is enough charge accumulated on the surface. Due to the repulsive force, 
the remaining charge from the needle can no longer be injected to the sample and thus recom-
bines with the opposite polar ions in the air. So the initial value rises with the increase in the 
pulse number and then comes to saturation. In Figure 21b, the two curves show a similar 
trend, revealing that regardless of the polarities of the DC and pulse voltages, the increase of 
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the pulse number will cause more surface charge to be accumulated, and at last to be satu-
rated. Also, it is evident from these two figures that, when the DC and pulse voltages are in 
the same polarity, more charge will be accumulated.
The relationship between the decay rate and the pulse number is shown in Figure 22, with 
different voltage polarity. For positive DC and pulse voltages, the decay rates with the pulse 
numbers of 10, 50, 100, 500, 1000, 3000, 6000, 12,000 and 18,000 are 50.4, 47.4, 44.1, 42.0, 39.0, 
36.1, 34.2, 31.1 and 28.7, respectively. Also, for a negative DC voltage and a positive pulse 
voltage, the decay rates with the corresponding pulse numbers are 57.7, 50.9, 49.7, 45.6, 43.2, 
41.5, 37.5, 35.1 and 29.9, respectively. Actually, the other two curves show the same trend, 
which indicates that with the increase in pulse number, the decay rate decreases, and thus, 
Figure 21. Relationship between the initial surface potential and the pulse numbers, after an application of DC and pulse 
voltage with voltage amplitude of 3.5 kV, with different voltage polarity.
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the charge is dissipated slowly. This phenomenon is due to more charges being pumped into 
the deep traps, and they will escape from the traps and go back to the surface of the paper. 
So, the dissipation process of charges under higher pulse numbers would be slow. Also, for 
the same pulse numbers such as 500, it is easily summarized from the curves that the decay 
rates of positive DC and pulse voltages, a negative DC voltage and a positive pulse voltage, 
a positive DC voltage and a negative pulse voltage, and negative DC and pulse voltages are 
42.0, 45.6, 39.0 and 26.1%, respectively. Other groups of data show the same trend, revealing 
that the decay rate decreases with the order as follows: a negative DC voltage and a positive 
pulse voltage, a positive DC and a positive pulse voltage, a positive DC voltage and a nega-
tive pulse voltage, and a negative DC and a negative pulse voltage. There are two reasons for 
this phenomenon. The main reason is that negative charges are easily accumulated in paper. 
So, when the negative pulse voltage was applied, the negative charge is easily accumulated 
and hard to get rid of the traps in the paper. The second reason is that hetero-charges will first 
recombine with each other, resulting in smaller amounts of surface charge. So, the DC and 
pulse voltage decay rates in the same polarity are lower than that in different polarity.
The relationship between the tdV/dt and the decay time is shown in Figure 23, after a DC 
voltage and a positive pulse voltage were applied, with different polarity. In these figures, 
the characteristic time is defined as the time when the curves get to the peak value. For posi-
tive DC and pulse voltages, from Figure 23a, most of the curves have two peaks, and the 
maximum peak is usually the second peak. It is obvious that for the first peak values of 10, 
50, 100, 500 and 1000, pulses are ~10,000, ~11,000, ~12,000, ~13,000 and ~25,000, respectively, 
indicating that the peak value increases as the pulse number grows. The first characteristic 
time changes from 200 to 2000 s, which shows that the decay time increases with the increase 
in pulse number. In this case, for the sample under the 1000 pulse voltage, the peak value 
is the largest and the characteristic time is the longest, while for the curve of 1000 pulses, a 
compound peak appears, showing that there is only one changing peak in the charge in the 
corresponding trap depth. The existence of the compound peak may be in line with the model 
Figure 22. Relationship between the decay rate and the pulse numbers, after an application of DC and pulse voltage with 
voltage amplitude of 3.5 kV and pulse frequency of 500 Hz, with different voltage polarity.
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proposed by Simmons, which considers the emission current from the closely spaced trap-
ping level [27]. For Figure 23b, the initial peak values of the curves with pulses 10, 50, 100, 500 
and 1000 are ~13,000, ~17,000, ~20,000, ~22,000 and ~27,000, respectively, also revealing that 
the growth in the pulse numbers causes the elevation in the tdV/dt. The first characteristic 
time changes from 300 to 3000 s, and it increases in the order 10<50<100<1000<500.
Figure 24 shows the relationship between the tdV/dt and the decay time under a DC voltage 
and a negative pulse voltage. It is clear from Figure 24a that, all the five curves only have 
one peak and for the peak values of 10, 50, 100, 500 and 1000, the pulses are ~17,000, ~24,000, 
~26,000, ~30,000 and ~36,000, respectively, indicating that the peak value increases with the 
Figure 23. Relationship between the tdV/dt and the decay time, after an application of DC and positive pulse voltage 
with the amplitude of 3.5 kV and pulse frequency of 500 Hz, with different voltage polarity.
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pulse number growing. The characteristic time changes from 800 to 2000 s, and it increases 
in the order 50<100<500<1000<10. From Figure 24b, for the negative DC and pulse voltages, 
there is only one peak in each curve, indicating that there is only one changing peak in the 
charge in the corresponding trap depth. Also, the peak values of the curves with the cor-
responding pulse numbers are ~17,000, ~25,000, ~28,000, ~32,000 and ~35,000, respectively, 
revealing that the growth in the frequency causes the rise in the tdV/dt. The characteristic 
time changes from 2000 to 4000 s, and it increases as the numbers enlarge. Also, in comparing 
Figures 23 with 24, it is obvious that the peak value of the negative pulse voltage is commonly 
larger than that of the positive pulse voltage, which probably means that the negative pulse 
voltage has higher corona discharge energy [28].
Figure 24. Relationship between the tdV/dt and the decay time, after an application of DC and negative pulse voltage 
with voltage amplitude of 3.5 kV and pulse frequency of 500 Hz, with different voltage polarity.
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5. Conclusion
The effect of BN and Fe
3
O
4
 nanoparticles on thermal and dielectric characteristics of the trans-
former oil and the effect of voltage amplitudes, pulse frequencies, numbers and polarities 
were investigated. This chapter suggested a method to modify the properties of transformer 
oil, and obtained results illustrate obvious enhancement both in breakdown strength and in 
thermal properties due to the addition of nanoparticles. From the discussion of the relation-
ship between the surface charge behavior and these key elements, there is better understand-
ing of recognizing the charge coupling dynamics according to the surface potential and the 
tdV/dt change rule between the paper layers in a multilayer insulation system. The main 
conclusions can be summarized as follows:
1. The thermal conductivity and thermal diffusivity increase with increasing the mass frac-
tion of the two types of nanooil. The improvement could attribute to the interfacial region 
due to the additional nanoparticles and the ballistic phonon transport among the nano-
particles. The BN-modified nanooil shows superior thermal property in comparison with 
Fe
3
O
4
-modified oil due to the high thermal conductivity of BN nanoparticles.
2. Compared with the pure oil, the relative permittivity of the two types of nanooil is higher 
in the temperature range due to the high relative permittivity of the nanoparticles. The dis-
sipation factor is lower, and electrical resistivity is higher in BN-modified oil while show-
ing the opposite tendency in the Fe
3
O
4
-modified oil due to the different dielectric property 
of the two types of nanoparticles.
3. The breakdown strength of the two types of nanooil shows obvious enhancement with the 
addition of the nanoparticles which could attribute to the interfacial region created by the 
nanoparticles and increases with increasing the temperature due to the decrease of relative 
moisture content. The different improvement to mass fraction for the two types of nanooil 
indicates that the improved thermal property acts as an important role in the enhancement 
of breakdown strength according to the bubble theory.
4. With increasing the voltage amplitude, if the polarity of the DC and pulse voltages is same, 
the absolute value of the initial surface potential decreases initially and then increases, 
while, if two kinds of voltages are in different polarity, the charge with the same polarity 
as the pulse voltage increases. Furthermore, for the same pulse voltage, the absolute initial 
value of the DC voltage in the same polarity is higher than that in different polarity, and 
the absolute value of the initial surface potential under the negative pulse voltage is higher 
than that under the positive pulse voltage. So, the pulse voltage plays a more main role 
than DC voltage in charge accumulation.
5. Taking account of the pulse number effect, it is evident that the initial value rises with the 
pulse number increasing and then reaches saturation. Considering the decay rate char-
acteristics, with the pulse number growing, the decay rate declines, and thus, the charge 
dissipates slowly. Also, the decay rate decreases in the following order: a negative DC 
voltage and a positive pulse voltage, a positive DC and a positive pulse voltage, a positive 
DC voltage and a negative pulse voltage and a negative DC and a negative pulse voltage.
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